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SUBSTATION MINIMUM ELECTRICAL CLEARANCES IN ACCORDANCE WITH TS 2.1

NOMINAL SYSTEM VOLTAGE (rms) 400kV
STATUS
PHASE TO EARTH CLEARANCE (PE) 2.8m
FOR DISCUSSION
PHASE TO PHASE CLEARANCE (PP) 3.6m
PROJECT NUMBER SCALE
HORIZONTAL DESIGN CLEARANCE FOR SAFETY (HSC) 4.6m 605890004 NTS @ At
VERTICAL DESIGN CLEARANCE FOR SAFETY (VSC) 5.5m SHEET TITLE
INSULATION HEIGHT CLEARANCE (IHC) 2.4m e
SAFETY DISTANCE (SD) ‘ 3.1m ‘ 400/33 kV AND SHUNT REACTOR
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